
HOME TEST RESULTS 
REXNORD EMPLOYEES, WHEELING, IL 

Employee 109 Hg (ng/m3) 
Garage Door Entry <300 
Just Inside Doorway <300 
Family Room <300 
Laundry Room <300 
Bathroom <300 
Stairs <300 
Front Door <300 
Landing <300 
Washer/Dryer <300 

Employee 73 Hg (ng/m3) 
Outside Front Door <300 
Inside Front Door <300 
Family Room <300 
Kitchen <300 
Entry from Garage <300 
Powder Room <300 
Dining Room <300 
Stairs <300 

Employee 2 Hg (ng/m3) 
Living Room 300 / 
Kitchen 300 
Hallway 300 
Bathroom 300 
Bedroom 300 
Office 300 
Basement Steps 300-400 
Basement Floor 300-400 
Washer* 5800 
Dryer 300 
Utility Sink 1000 
Discharge Sump 600-700 
Hanging Clothes 500-600 
*Washer Disconnected on 2/8/07 
Basement Ambient-0 ' 
Floor by Pool Table Ambient-200; Floor-200 
Computer Area Ambient-0; Floor-0 
Furnace Area Ambient-0; Floor-0 
Washer/Dryer Area Ambient-0; Floor-0 
Utility Sink (Basement) Drain Hole 1000 
Sump Area (Basement) Ambient-0; Floor-0 
Bathroom (Basement) Ambient-0; Floor-0 
Utility Sink Floor 1000 
Sink 2 (Basement) 0 
Sump Pit by Sink 0 
2nd Sump Pit 0 
Utility Drain Hole 100-200 

2/8/2007 

Date Residence Screened 
2/8/2007 

Date Residence Screened 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 
2/8/2007 

2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/23/2007 
2/28/2007 



Utility Drain Floor 100-200 
Basement 200 
2nd Sink Drain Hole 200 
Front Door Inside 0-100 
Living Room 0-100 
Kitchen 0-100 
Hallway 0-100 
Bathroom 0-100 
Bedroom 1 0-100 
Master Bedroom 0-100 
Bedroom 2 0-100 
Basement Floor 0-100 
Basement Washer/Dryer Area 0-100 

Employee 53 Hg (ng/m3) 
Foyer <300 
Hall <300 
Family Room <300 
Kitchen <300 
Bathroom/Laundry <300 
Washer/Dryer <300 
Den <300 
Stairs <300 
Upstairs Closet <300 

Employee 42 Hg (ng/m3) 
Living Room <300 
Bedroom 1 <300 
Bedroom 2 <300 
Bathroom <300 
Kitchen <300 
Laundry <300 
Washer/Dryer <300 
Den <300 

Employee 4 Hg (ng/m3) 
Foyer <300 
Family Room <300 
Kitchen <300 
Bathroom <300 
Den <300 
Bedroom 1 <300 
Bedroom 2 <300 
Basement/Laundry <300 
Washer/Dryer <300 

2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 
2/28/2007 

Date Residence Screened 
2/8/2007 

Date Residence Screened 
2/8/2007 

Date Residence Screened 
2/8/2007 

Employee 64 Hg (ng/m3) Date Residence Screened 
Living Room <300 2/8/2007 
Dining Room <300 
Kitchen <300 
Hall <300 



Office <300 
Washer <300 
Vacuum <300 
Living Room <300 
Kitchen <300 
Main Bedroom <300 
Bathroom <300 



Bedroom 1 <300 
Bedroom 2 <300 
Bath/Vacuum <300 
Bedroom 3 <300 
Washer/Dryer <300 

Employee 110 Hg (ng/m3) 
Front Entry <300 
Floor Mats <300 
Family Room <300 
Kitchen <300 
Stairs to Basement <300 
Washer/Dryer <300 

Employee 82 Hg (ng/m3) 
Entry Foyer <300 
Hall <300 
Stairs <300 
Laundry Room <300 
Washer/Dryer <300 
Vacuum Cleaner <300 

Employee 117 Hg (ng/m3) 
Front Porch Carpet <300 
Family Room <300 
Dining Room <300 
1st Floor Bathroom <300 
1 st Floor Office <300 
Kitchen <300 
Vacuum Cleaner <300 
Basement Washer <300 
Basement Washer <300 
2nd Floor Girl Bdrm 1 <300 
2nd Floor Girl Bdrm 2 <300 
2nd Floor Mother's Room <300 

Employee 51 Hg(ng/m3) 
Foyer <300 
Family Room <300 
Kitchen <300 
Vacuum <300 
Stairs to Basement <300 
Basement <300 
Laundry Room <300 
Washer/Dryer <300 
Stairs to 2nd Level <300 
Upstairs Hall <300 

Date Residence Screened 
2/9/2007 

Date Residence Screened 
2/9/2007 

Date Residence Screened 
2/10/2007 

Date Residence Screened 
2/10/2007 

Employee 5 Hg (ng/m3) Date Residence Screened 
Entrance Walkway <300 2/12/2007 
Pool Room <300 


